YNOMNHMA P LEGEND
A SYNEXEIA BAETE FENIKH KATOWH
B2, } EAETXOE MPESSOSTATON ANIXNEYTHZ KATINOY OMTIKOZ - SYMBATIKOY TYTOY OPTICAL SMOKE DETECTOR - COMPATIBLE TYPE
AI@. 4,5,6
Z 50/1 2
B2 KOMBIO ENEPFOMOIHEHS AYTOMATHS KATAZBEZH i )
SR2008 } EAErXO3 MPEZZOSTATQN [©]|  START AUTOMATIC EXTINGUISHING BUTTON ANIXNEYTHZ KAMNOY OMTIKOZ - SHMEIAKOY TYMOY S OPTICAL SMOKE DETECTOR - ADRRESSABLE TYPE
AI®. 1,2 & ENAGQN XEIPOBANQN AIO. 6,7
Z50/2 ' '
KOMBIO AMENEPIOMOIHZHE SYSTHMATOZ AYTOMATHZ KATASBEZHZ KOMBIO ANAITEAIAS MYPKAFIAS - SYMBATIKOY TYTOY i
SR3195 } EAEMXOS MPESSOSTATON [A]l 570 AUTOMATIC EXTINGUISHING BUTTON ovon e = FIRE ALARM BUTTON - COMPATIBLE TYPE
A 7 - -
Z50/3 '
SYNAESH ME KYKAQMA B2 ? SEIPHNA SYNAFEPMOY KOMBIO ENEPIOMOIHZHS SYSTHMATOS AYTOMATHS KATASBESHS - SYMBATIKOY TYMOY START AUTOMATIC EXTINGUISHING BUTTON - COMPATIBLE TYPE
S NARE FAPS SRO987 } EAEIYOS En(Aale\ééEIPOBANQN ALARM SIREN [~ ———— E ..... H__g- ..... _g___g_ ..... _u___g ........... 1 l_._g_ ..... A !_._.g._ g._.g._._g_._._! r.}g._._g._._g._._g._..g_ .g._._g;.._.—&-—._gz_._.—&-ﬂ
Al@. 1,2,3,5 : : : L L B B2 B B2
Z 50/4 12,3,
BZ/ GOTEINH ENIFPAGH ME ENAEIZH STOP | @ @ = | | weEE = = 5;%8717 SZR528028 SzR553/935 SR2287 SR4636  SR3707  SR4520 | KOMBIO AMENEPIOMOIHZHE SYSTHMATOS AYTOMATHS KATASBESHS - SYMBATIKOY TYMNOY STOP AUTOMATIC EXTINGUISHING BUTTON - COMPATIBLE TYPE
STOP = | Bl Bl Bl B1 Bl Bl B1 B1 | B2 E B2 B2 B2 B2 E B2 B2 B2 / 50/ 50/5 Z 50/6 Z 50/7 |
SR4636 EAETXOS ZYTAPIQN ILLUMINATED SIGN WITH INDICATION STOP : SR0421  SR2265 SR4A017 SR3605  SR4176 SR3935  SR3551 |BPOXOz-1 SR4337 SR1580 SR1702 SR0742 SR7149 SR0339  SR0483 !
KAAQAIO JE-H(st)H Bd FE180/E30 - 2x2x0,8mm? Z50/5 ZYZTOIXIQN 8,9,10 & ANIXNEYTQN CO2 (TEM.8) | Z8/1 Z23/3 SZR§§/815 Z22/1 Z24/1  725/3 Z 2571 Z 25/2 i 1 2301 LPDE-2 "Z3/3° "z3/2 z29/1 Z31/1  LPDE-1 55536/%9 Z5/1 Z5/2 |
: / ' .. SQE=== J B2 ' MONAAA EAEFXOY EISOAOY STON XQPO (AIAKOMTHE ME KAEIAI) - YMBATIKOY TYMOY m ENTRY CONTROL UNIT IN SPACE (SWITCH WITH KEY) - COMPATIBLE TYPE
B2 ANIXNEYTES BPOXOY 1 HAEKTPOMAINHTEZ ZYTKPATHZHZ MOPTAZ r=="""r-=--- | SR3967
yan m/(\)gAéng%%TZE;I%OQE\%%PZS(;?N%T27 o SR3707 } EAEMXOS ZYTFAPIQN - = = - = ELECTRICAL MAGNETIC DOOR RETAINING : : —:”:- | :
. MINAKAS AIAKAAAQSHE SYZTOIXIQN 4,5,6,7 ! " ! : - -
CAROATO NHXCH FE180/E30 - 2x1 5mms AGATON Z 50/6 e evor i i i SEIPHNA SYNATEPMOY - SYMBATIKOY TYMOY &= ALARM SIREN - COMPATIBLE TYPE
KYPIA ZYZTOIXIA OIAAQN ' B2 N N ' [BPOX02-1] : 12 . l
- 2 SR4520 EAErXOZ EMNA®HZ XEIPOBANAZ —_— e 6 6 6 —m—m——— ——\ \—_—_———a-. ] it et — B — — — B P . il L.—. c— — S -
gg//\\fHZﬁIA(JZI\(IDI;)é%HmFEISO/EBO 2x1,5mm KAAQAIO NHXCH FE180/E30 - 2x1,5mm?2 nEEIIQT‘}'éAquEQiAﬁEEgﬁTH } IO 4 8 ZVTAPLON SYSTQIXION 12,3 AN N ' - ‘ég ar 1\5 E 2;‘5 B E g = ' |::| ®QTEINH ANABOZBHNOYZA AYXNIA SYNATEPMOY - SYMBATIKOY TYMOY it ALARM FLASHING LIGHT - COMPATIBLE TYPE
EQEAPIKH ZYSTOIXIA ®IAAQN Ly Ly Ly iy il - A
[TA SYNEXEIA BAEME KYPIAZ - EOEAPIKHZ 2Y2TOIXIAZ ‘ — = = = .= —4  ENIKOINGNIA ME FAP-9 (] Bl B1 B1 (] (] i B2 BZ (2] 4545 B2 B2
I — e — . (NMPOZYNATEPMOZ-XYNAIEPMOZ -BAABH) B1 B1 B1 B1 b Z32/2 B2 B2 B2 B2 B2 KOYAOYNI MPOSYNATEPMOY - SYMBATIKOY TYMOY PRE-ALARM BELL - COMPATIBLE TYPE
—=— ESQTEPIKH MAEYPA NOPTAZ L 01 ENEPFOMOIHZHS MIAOTOI ENEPFOMOIHSHS ~ ~ — L PDE4 sp1e%8 SRO100 o SRiszs  SR3302 SR2327 Lo SRO964  SR1344 | oro il SR4290 SR5991  SR6165  SR3263  SR1252 oE3 257t SR98JY sr0728 SR8E82 SR6487  SR3102 SR2044 SR9814 i
YNTHPIQN BAABIAQN ~ ®TAAQN CO2 2Y3 TOIXIQN AIOOYZQN N LA L N B1 / 9 79/3 /2. 77'9/2 OF 2234 "z9/i" LPDE il Z4/1 72874 Z28/3 Z28/2 z28/1 Z29/3 "Z3/5 Z3/7 Z51/1 Z51/2 Z5/3
TYNIKO)
STOP ( SR3998 SR4537 SR4667 1 ] (=] ]
| STOP| —non — -/ GOTEINH ANABOZBHNOYSA AYXNIA SYNAFEPMOY SR399! SR4117 R4S, R480; i TOMIKOZ MINAKAZ ANIXNEYZHZ / KATAZBEZHZ - YMBATIKOY TYMOY LPOE-T=7 LOCAL DETECTION / EXTINGUISHING PANEL - COMPATIBLE TYPE
KAAQAIO NHOXH FEL80/E30 - 2x2,5mm2 [ ——oo—eeeeempeeeeeeeeeee | e———,———  F sttt o, B v ALARMFLASRING LIGHT .
- 2x2,5mm — = = N e —  —r = = = S g ANIXNEYTES BPOXOY 2
SOAHNAS @20mm 1 1 \ " r‘r f [_ ﬁzrg ]‘é '|]é| é_é gé% Q'Evb’éﬁbb'], _] ']Wzg '] Tﬁ Zg ]_ n MINAKAS AIASYNAEZHE THE HONEYWELL ME YOISTAMENO ZYSZTHMA BACS EEE HONEYWELL CONTROLER PANEL CONECTION WITH EXISTING BACS SYSTEM
= - = S . T 0 ga'wW o, — . N . SN mn . '5C < . | [ CR-1
TOMIKOS MINAKAS ANIXNEYSHS-KATASBESHS = : : o : D egl : .@8w hnh n KOYAOYNI MPOSYNATEPMOY —
% % "SYMBATIKOY" TYMOY (LPDE) 5Ok < 2 < Elﬁé < z : I & T ERE @ ERg B | 2 " KON pre-aLARM BELL AAQP P v O=EIALOY TOY ANG oy Yo
COOPER CF 300X : B3 B3 MINAKAS ANIXNEYZHZ AIOZEIAIOY TOY ANOPAKA - SYMBATIKOY TYMOY v CARBON DIOXIDE DETECTION PANEL - COMPATIBLE TYPE
DIMENSIONS: 385(L)x310(H)x90(D)mm @ A Iﬂ E [El [E [El [E [E] EIX E]X E]X ﬂ]X EIX E E R @ | SR3476 SR4494  SR6726 SR0944 SR0913 SR1583  SR0876 AAQP
/ \ / \ - IE Enp— - - 5 ™ ¥ 0 & & A 5 IEI T —X ENTOAH ENEPFOMOIHZHE KATEY®YNTHPIAS HAEKTPOBANAZ MEZQ ®IAAHE MIAOTO! Z2/1  Z1/6 Z1/5 zZ1/4 z1/3 Z1/2 z1/1
— E ElCE > > > E : DIE TOMIKOS MINAKAS ANIXNEYSHS / KATASBESHS START COMMAND SELECTOR VALVE VIA PILOT BOTTLE
7 IE |H, IE' IE' 4 IE' IE' .im.imiu’. 1 IE' IE 1 IE' iEl 3 LOCAL DETECTION / EXTINGUISHING PANEL TEPMATIKH ANTIZTAZH = TERMINAL RESISTOR
o ElC} E E E M , E g [E j E DE LPDE - 2 BPOXQN ANIXNEYZHS FAP-9
/ = U } } EEE o f | f NG 1 NEPIOXHZ KATAZBESHS ENTOAH ENEPFOMOIHZHS KYPIAS - EGEAPIKHS SYSTOIXIAS OIAAQN CO2 MINAKAZ 3 KYPIQN BPOXQN
| E : |§ ElC} B [ DE NE E [E] ST DD D ElCs B [E | ] i E DE N e CO2 START COMMAND EXTINGUISHING MAIN - SPARE GROUP OF CYLIDERS KAL 3 EOEAPIKON HAEKTPOMATNHTHZ ZYTKPATHZHZ MOPTAZ - ZYMBATIKOY TYMOY = ELECTRICAL MAGNETIC DOOR RETAINING - COMPATIBLE TYPE
CIC < <<
\ / ] |l E EOME EDE  BDE  EDE EODE - ED(E YO EREO OIS PANEL 3 MAIN LOOPS
o | . I g T Do . | A R, T =ZANE e MATNHTIKH EMA®H - ZYMBATIKOY TYMNOY & MAGNETIC SWITCH - COMPATIBLE TYPE
E ElC} El [E )E J)El [E [E] ! El [E | j ! E [El [ MPOS KENTPIKO ZYSTHMA
- - - EAEFXOY STA@MOY (BACS)
E B [E E B [E B [E El [E E
/ \ IZE! ! ] ] ] [E [E] ! 4 ! [E] TO MAIN CONTROL SYSTEM ®QTEINH ENIFPA®H ME ENAEIZH STOP - SYMBATIKOY TYMOY [STOP] ILLUMINATED SIGN WITH INDICATION STOP - COMPATIBLE TYPE
E] = ERE £ E E E [E] GG E [ € E B 2 OF STATION (BACS)
- el A N N R . A R R R  CEEERN\ O i 4 1
\ / . SXHMATIKO AIATPAMMA ®APOSEIPHNA SYNATEPMOY - SHMEIAKOY TYMOY ga FIRE ALARM SIREN WITH FLASHING LIGHT - ADDRESSABLE TYPE
/ \ O . 2XHMATIKO AIATPAMMA TINAKA FAP-9 (ZHMEIAKOY TYIOY)
208 TOMIKOY MINAKA ANIXNEYZHZ-KATAZBEZHZ ( LPDE 1=+ 7) EIAIKH AIATAZH MAPAKOAOY®OHZHS (1 EIZOAOS - 1 EE0A0S) TAL - MONITOR MODULE (1 INPUT - 1 OUTPUT) TAL
\ / \ / BLOCK DIAGRAM BLOCK DIAGRAM FAP-9 PANEL (ADDRESSABLE [ YPE) (AIASZYNAESHS 3YMBATIKOY ME ZHMEIAKO ZY3ZTHMA) (FOR COMPATIBLE AND ADDRESSABLE SYSTEMS CONNECTION)
LOCAL DETECTION-EXTIN ISHING PANEL (LPDE 1=7 EIAIKH AIATA=ZH MAPAKOAOYGHZHS (4 EISOAOYS - 2 EE0A0YS) a MONITOR MODULE (4 INPUTS - 2 OUTPUTS) TRANSPODER TYPE
C C - GUIS G ( - ) (AIAZYNAEZHS SYMBATIKOY ME SHMEIAKO ZYSTHMA) (FOR COMPATIBLE AND ADDRESSABLE SYSTEMS CONNECTION)
TEAEIQMENO AAMEAQ F.FL.
EIAIKH ATATA=H MAPAKOAOY®HZHS (1 EIZOAO - 12 EE0AOYZ) MONITOR MODULE (1 INPUT - 12 OUTPUTS) TRANSPODER TYPE
-~ s00—] (AIAZYNAESHS SYMBATIKOY ME SHMEIAKO ZYSTHMA) H (FOR COMPATIBLE AND ADDRESSABLE SYSTEMS CONNECTION)
. EIAIKH AIATAZH EAEMXOY O CONTROL MODULE
TYMNIKH AEMTOMEPEIA "A MEPIKH KATOWH/PARTIAL PLAN (AIASYNAEZHS SYMBATIKOY ME SHMEIAKO SYSTHMA) (FOR COMPATIBLE AND ADDRESSABLE SYSTEMS CONNECTION)
2YZTHMATQN AYTOMATHZ KATAZBEZHX (KAIMAKA/SCALE 1:50)
MINAKAS ANIXNEYZHS - SHMEIAKOY TYMOY v FIRE ALARM PANEL - ADDRESSABLE TYPE
TI> KENTPIKEZ EIZOAOYZ TQN ATNMOGHKEAN ®IAAES AYTOMATHS KATASBESHS CO2 €D CO2 CYLINDERS
KATEY®YNTHPIA HAEKTPOBANA B SELECTOR VALVE
'YPICAL DETAIL "A" ENTOAES 52+63
FIRE FIGHTING AUTOMATIC EXTINGUISHING SYSTEMS YETPOTIITTH A ArioromT S Bttt
ENTOAES 40+51
VIEW OUTSIDE THE DOORS OF STORES TPOGOAOTIKO 24V (DEM) 2 24V POWER SUPPLY (DEM)
ENTOAEZ 28+39
ENAEIZH BAABHS < SR3476 -
MIESTIKOS AIAKOMTHS (MPESOSTATHE) [P] PRESSURE SWITCH
NMPOZ KENTPIKO ZYSTHMA Sl§15823 ENTOAES 4+15
EAEMXOY STA©MOY (BACS) HAEKTPIKH EMA®H EAEMXOY ZYFOY ®IAAQN CO2 & CO2 LIBRA BOTTLE CHECK ELECTRIC CONTACT
TO MAIN CONTROL SYSTEM
ENTOAES 1,2,3,64
OF STATION (BACS) r&r3s
HAEKTPIKH EMA®H EAEMXOY XEIPOKINHTHE BANAZ [l MANUAL VALVE CHECK ELECTRIC CONTACT
BPOX03-3[122
: 122] KAAQAIO ZYMBATIKOY KYKAQMATOS MYPANIXNEYZHZ CABLE FOR COMPATIBLE SYSTEM
OQPAKIZMENO AIATHPHZHE KYKAQMATOZ 30 AENTQN —_— FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
TPO®OAOSIA ANIXNEYTQN AIOOYSQN TYNOY NHXCH FE180/E30 - 2x1,5mm2 TYPE - NHXCH FE180/E30 - 2x1,5mm?2
ANIXNEYTE2 AIOOYZON 1,2,3,4 KAAQAIO ZHMEIAKOY KYKAQMATOZ MYPANIXNEYZHS CABLE FOR ADRRESSABLE SYSTEM
ANIXNEYTES AIOOYSQN 5,6,7,3.13 : OQPAKIZMENO AIATHPHZHS KYKAQMATOS 30 AENTQN | —e—em FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
TYMNOY JE-H(st)H Bd FE180/E30 - 2x2x0,8mm2 TYPE - JE-H(st)H Bd FE180/E30 - 2x2x0,8mm2
[¥] e I KA FAP-9 KAAQAIO KYKAQMATOS EMAGON OYPON CABLE FOR DOOR CONTACTS
OQPAKIZMENO AIATHPHZHE KYKAQMATOZ 30 AEMTQN FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
s ! TYMOY JE-H(st)H Bd FE180/E30 - 2x2x0,8mm2 TYPE - JE-H(st)H Bd FE180/E30 - 2x2x0,8mm2
) KAAQAIO ENTOAHS TOMIKOY MINAKA MPOS SYSTOIXIA ®IAAQN CO2 'H KATEYGYNTHPIAS HAEKTPOBANAS CONTACT CABLE FROM LOCAL PANEL TO CO2 GROUP BOTTLES OR SELECTOR VALVE
OPOOH OQPAKIZMENO AIATHPHZHE KYKAQMATOZ 30 AENTQN | e FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
KAAQAIO JE-H(st)H Bd FE180/E30 - 2x2x0,8mm?2 OPO®H TYNOY NHXCH FE180/E30 - 2x1,5mm?2 TYPE - NHXCH FE180/E30 - 2x1,5mm?
KAAQAIO JE-H(st)H Bd FE180/E30 - 2x2x0,8mm? g:f KAAQAIO ATAZYNAEZHZ ZYTQN ME ZYSTHMA MYPANIXNEYZHZ CABLE FOR CONECTION WEIGHT CYLINDER WITH FIRE DETECTION SYSTEM FIRE
OQPAKIZMENO AIATHPHZHZ KYKAQMATOZ 30 AENTQN e - RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
KAAQAIO TPO®OAOSIAZ NHXCH FE180/E30 - 3x1,5mm2 s1 TYMOY JE-H(st)H Bd FE180/E30 - 2x2x0,8mm2 TYPE - JE-H(st)H Bd FE180/E30 - 2x2x0,8mm?
- - . . . - - - - - - - - - - - - KAAQAIO TPO®OAOSIAS HAEKTPOMAINHTQN ©YPQN - 24V DC CABLE FOR ELECTRICAL MAGNETIC DOOR RETAINING - 24V DC
- - - - - - - - - - - . . E s2 OOPAKIZMENO AIATHPHZHZ KYKAQMATOZ 30 AEATON | === FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
KAAQAIO NHXCH FE180/E30 - 2x1,5mm?2 B3 - - - - - - - - - - - - - e ———————— - - - - - - - - - - - - - - - - - - - - TYNOY NHXCH FE180/E30 - 2x2,5mm TYPE - NHXCH FE180/E30 - 2x2,5mm?
SQAHNAT @20mm Z S;%j'zﬁ e KAAQAIO ATASYNAESHS ANIXNEYTQN CO2 CABLE FOR CO2 DETECTORS CIRCUIT
| OOV i o L L L L o L L L L L L L L L o D D D o D T e T e SAPAIZMENO AIATHPHENE KYKAGMATOR 30 AETTQN —--— | FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
MINAKAS ANIXNEYSHS AEPIOY CO2 !-I_._,,_ e IMI————— e e ¢ ¢ ¢ — — — - _I S e _I I_._._I I_ ..................... TYNOY JE-H(st)H Bd FE180/E30 - 2x2x0,8mm?2 TYPE - JE-H(st)H Bd FE180/E30 - 2x2x0,8mm?2
CO2 DETECTION PANEL (AAQP) N EZ=S==" | L e e e s e ot o ¢ ¢ ¢ ¢ ¢ o ¢ o+ o o ¢ o ¢ ¢ ¢ ¢ o+ o & o+ o o ¢ o ¢ o ¢ o ¢ o+ o ¢ o+ o o § o ¢ o ¢ o e ot b ¢ ¢ ¢ ¢ o+ b o+ ¢ ¢ ¢ ¢ ¢ e s e 4.4 1] R P e ¢+t b e e ¢ ot m  m t o o ¢ o ¢ ¢ o ¢ o+ o ¢ o o ¢ o e ———, PR ——. | S — . .. HH " HH " " ! KAAQAIO TPO®OAOZIAZ ANIXNEYTQN CO2 CABLE FOR CO2 DETECTORS ELECTRIC SUPPLY
SIEMENS CC62P N Gotameaas|l e e e e e e e e e e -I I——— i —- ‘= cemem e —- - == —°—_°_—'°—°_—_°—°:°_:l:°_:°—° N Mg 1 by =-ace itk iy Sty | mptguy | . __ . __ . R | N BPOXOZ-1 BPOXOZ>-1 . OQPAKIZMENO AIATHPHZHZ KYKAQMATOZ 30 AEMTQN | === FIRE RESISTANT CABLE FOR CIRCUIT INTEGRITY 30 MINUTES
DIMENSIONS: 370(L)x315(H)x145(D)mm 1 H- 1 I " 2? —t--—-t . i g H .. % - : : : é— o . TYMOY NHXCH FE180/E30 - 3x1,5mm?2 TYPE - NHXCH FE180/E30 - 3x1,5mm2
1 " " Bpoxoz-2 |l BPOXOZ-1 o BPOX0z-2] || I BPOXOZ-1] [BPox0z-2] I i | | I .. L " s [
B2 M : 1 || B2 n B2 H| I B2 " N N " B2 1] . B1 TR N T I T Bl 1] T 1] i ENAEI=H APIOMOY KAAQAIQN INDICATION CABLES NUMBER
SR5619 I I sr1702 |l SR1924 1 i SR8682 in 11 ! sreas7 " : ' sriszs by N i " SR2327 i " . SR1344 i |
Z3/1 T TRI Z3/2 i Z 3/4 || " Z 3/5 T || Z 3/7 || Z9/3 1] T " T Z29/2 " T || Z9/1 H ||
T ! i I i L i A i ! i i “ YMTOMNHMA
I 1 I [ 4 TR I I ot i I I 4 I I 4 I ZYMBOAO
TR T I ) f [ I f T i I g i | eo© | LOCATION LEGEND
I I ety I I sre333 ii I I I I I 0 I ii I s i I
AENTOMEPEIA "C" I i 23071 I Z7/1 2 TR I I o I i ! i I I F
A " " i 1 - S T T i oo i . . T | KATQ AMO THN OPO®H UNDER CEILING
Bk | i i1 RN | ! i i i i i I i I i i I i
AIATPAMMA MINAKA ANIXNEYZHZ AEPIOY CO2 -- 0 et 1 I @a i o= I it I it I I !
I I n L=l I I I I
STON XQPO 3 19[3 I I | i N & & i i o= = i .. i " i i | MANQ STON TOIXO ON WALL
. T I 1] . I I I . I .. I " - Ii
.o .o .o || o .o .o .o || .o || -
I 1] " - I I I I I Il I . I I . I STHN OPOOH ON CEILING
DETAIL "C" I i i i i i i i I ! i i i I i I
CO2 DETECTION PANEL DIAGRAM I I I L I I I I I 3 I L I I - lj
IN AREA 3.19b i I i ! ! ! ! & i i ! i i g
' I I I I I I o I * I $ i i
TR i sy i I i i i TN I i i i } MAPATHPHZELZ NOTES
oy .o P 25/2 |0 .o || || .o 28/1 .o .o || ..
I 25/ I i l x I I It I * I i I X i l
T i i i I T I ] 1] I " I " 1] I K 1. OI KAAQAIQSEIS NMYPANIXNEYSHE ©A OAEYOYN MESA SE MAASTIKOYS SQAHNES BAPEQS 1. THE FIRE DETECTION WIRING WILL BE HEADING INSIDE PLASTIC PIPES HEAVY DUTY TYPE
o " " i i . - - . i . T . T T | TYNOY EAEY®EPOYS AAOFONQN EFKATESTHMENOI STHN OPO®H KAI MANQ STOYS TOIXOYS HALOGEN FREE INSTALLED IN THE ROOF AND ON THE WALLS OTHERWHISE EXISTING
I I " ' i I I I I i I i I ' i i ENQ ©A OAEYOYN EAEY®EPA MEZA SE YOISTAMENES EXXAPES ASOENQN PEYMATON IN LOW CURRENT TRAYS
i i i h . T I ] " " " ' " I " R 2. 5E OAES TIS AIEAEYSEIS KAAQAIQN KAI ESXAPQN KAAQAIQN AMO TOIXOYS MYPASOAAEIAS || 2. IN ALL ROUTING OF CABLES AND CABLE TRAY THROW FIRE RESISTANCE WALLS
I I I || T I ii ii i T i " i i " || ©A MPOBAEY®OOYN MYPOGPAIMOI MYPANTOXHS 120 AEMTQN WILL PROVIDE FIRE RESISTANCE CONSTRACTION 120 MIN.
i I I I | i I . . . i . i " . i : 3. MPOBAEMETAI EAAXIZTH AIAMETPOS SQAHNQN @20mm H 1,5 x AIAMETPO KAAQAIOY 3. PROVIDE MINIMUM DIAMETER OF PIPES @20mm OR 1,5 x CABLE DIAMETER
AAMEAO . H H H I . . H 1] 1] 1 .. 1 . . 1 I - l; AAMNEAO 4. OI NINAKES ANIXNEYZHZ, ANIXNEYZHZ-KATASBESHE ©A TOMOGETHOOYN ETSI QSTE 4. THE FIRE DETECTION PANELS, DETECTION-EXTINGUISHING PANELS WILL LOCATED SO
LI e e ol
i i e 'i_ I i i i T ] T I i " I I H KATQ MAEYPA TOYS NA AMEXEI 1,5m AMO TO TEAEIQMENO AAMEAO THE DOWN SIDE OF THEM HAVE A DISTANCE 1,5 m FROM THE FINISHED FLOOR
o s I enpfepbteptiony T . . . - i - " - i 1 | 5. TA ATAGOPA MMOYTON SYNATEPMOY @A TOMOGETHOOYN SE YWOS (ME30) 1,30m AMO TO 5. THE VARIOUS ALARM BUTTONS WILL BE LOCATED IN HEIGHT (AVERAGE) 1,30m FROM THE
1 . I I I I s I . I '’ E | TEAEIQMENO AAMEAO FINISHED FLOOR
I : " " " " " |
| H H i i H I H i u u 1] u 1 u 1] I k 6. OI ATAKAAAQZEIZ TQN KAAQAIQN ©A FINOYN MEZA ZE KATAAAHAA KOYTIA AIAKAAAQSHE || 6. THE CABLE CONNECTIONS WILL BE DONE IN SUITABLE BOXES JUNCTION HEAVY DUTY TYPE
OPOOH |; .. .. R _ . 11 I _ .o M NINAKAS AIAKAAAQSHZ T . - H - - H I H L e e e e . | | L _ _ _ . OPO®H BAPEQZ TYNOY EAEYOEPA AANOITONQN HALOGEN FREE
Il NE m-*t e N[ I N T e ' I Nis : T tee ]! I KARQAIAN i et ' I NF T et ' I ii I N i et ' I . N i et ' li 7. O SEIPHNES SYNAFEPMOY STON KENTPIKO ATAAPOMO ©A TOMOGETHOOYN SE YWOS 3,0m || 7. THE SIREN ALARM IN MAIN CORRIDOR WILL BE LOCATED IN HEIGHT 3,0 m FROM THE
" 1/2/7 i 1/2/1 I 2/2/7 v 2/2/1 il 3/2/7 ' 3/2/1 T I NINAKAS. ENIAOIIKOY v 4/2/1 1] 5/2/7 v 5/2/1 1] ! 1] 6/2/7 ' 6/2/1 1] I 7/2/5 v 7/2/1 I} AMO TO TEAEIQMENO AAMEAO FINISHED FLOOR
N i i i i T NEPIZTPOGIKOY AIAKOMTH " i 1] i i i 8. O ANIXNEYTES AEPIOY CO2 TOMO®ETOYNTAI SE YWOS 0,75+1,00m AMO TO TEAEIQMENO 8. CO2 GAS DETECTORS ARE WILL BE LOCATED IN HEIGHT 0,75 + 1,00 m FROM THE
| - I || I B2 KYPIAS - EQEAPIKHS SYSTOIXIAS I I I I |
. * e 0 o ® ® & ¢ mmmomamoe e ® & ¢ ¢ memmmooo oo - ® & & ¢ oo ® & & ¢ mmommamacac e b ® ¢ ¢ ¢ mmommmamaes e oo ® & ¢ ¢ mmmamame e
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